Due to energy efficiency improvement requirements, street lighting system operators tend to reduce the electricity consumed by the lights themselves, and also minimize losses in the system. Smart lighting control systems are commonly used for this purpose. An important aspect of electricity power and quality issues is the higher harmonics content in street lighting system current, which was the subject of experimental research the results of which were presented in this paper.
Introduction
One important aspect of improving energy, economy and ecology efficiencies is the use of smart algorithms for the control, adjustment and compensation of interference in street lighting [1] . The most important requirements for street lighting (PN-EN 13201-2, selection of lighting classes ME, CE, S, A, ES, EV to lighting situations) refer to providing users with high-quality illumination of the road, pavement, and shoulder (utility area); good recognition (the ability to distinguish shapes and colours) and perception; reduced impact of ambient/environment, without unpleasant sensations (glare); safety in zones of conflict [2] . This problem can be seen in terms of the optimization problem, where the objective function is to minimize street lighting electricity consumption. The constraints are primarily determined by the requirements of lighting standards [3] . Practical possibilities to reduce electricity consumption and to minimize the operating cost of a street lighting system, such as smart street lighting control (ISSOU) are being sought. The problem of minimizing a street lighting system's power consumption can not ignore the issues of power loss in the system's wiring, including those resulting from the presence of higher harmonic currents. The issue of the presence of harmonic currents is essential in an evaluation of the interaction of a street lighting system with a low voltage power grid [4] [5] [6] . As follows from publication [7] , issues concerning the impact of higher harmonics on power system components have not been fully resolved. One of the essential ISSOU components is a power electronic controller, whose main task is to control the light source in a single luminaire. Voltage-current characteristic of the power electronic converter and of the circuits in general, which are used to power the light sources, are very important. These are non-linear characteristics, which results in the distortion of sine current waveforms and may influence the shape of voltage waveforms in the low voltage power network. Electromagnetic compatibility in terms of the acceptable levels for harmonic current emissions of a device with rated current less than 16 A is regulated by standard [8] . However, there are specific systems, such as just the electrical street lighting, which are specific in that besides dedicated devices (e.g. lamps) there are no other devices, including the possibility of connecting devices of any type. This makes solving tasks concerning, for instance, communication over power wiring (PLC) easier, but also gives cause to a specific approach to the problems related to the presence of harmonic currents. At the Institute of Electrical Engineering of the University of Technology and Life Sciences in Bydgoszcz, Poland, a test bench has been developed to study ISSOUs' operational characteristics. One of the study topics is issues related to electricity quality in terms of harmonic currents and voltages. Fig. 1 shows a schematic representation of the patch panel of a physical model of a street lighting system. In the physical model luminaires may be connected in eight points (poles), which are the following distances from the power connector: 100 m first point, the second is 30 m away, then 20, 40, 30, 30, 25 and the eighth 25 m. The wiring is made of YKYżo 5 × 2.5 mm 2 (7. 41 Ω/ km) cable.
Description of the test bench
For the measurement of power, current and voltage in individual luminaires a Yokogawa WT210 digital power meter was used, which can measure power with a basic accuracy of 0.1% (from 0.5 Hz to 100 kHz). Current and voltage waveforms were recorded by a TDS 2024 digital oscilloscope (200 MHz, 2 GS/s) with a TESTEC voltage probe (1:100, 25 MHz) and PR30 current probe (20 A RMS, 100 mV/A). Compiled in Tab. 1 are basic details of the luminaires used in the tests.
Test results for individual luminaires
First current and voltage waveforms were recorded in individual luminaires. Fig. 2 shows voltage and current waveforms in selected luminaires with LED light sources. Besides the voltage and current waveform recording, effective values of voltage and current, and active power were measured in the test. The oscillograph records show that the same type of light source (LED) does not warrant qualitatively similar current waveforms. Power electronic converters, as the components in between light source and wiring terminals, play a vital role here.
The study was limited to an analysis of waveforms in individual phases; current waveforms in a neutral conductor are not considered. This is a simplification, which is not permissible for a detailed analysis of the issues of power loss in the system. The current waveform analysis was limited to the 25 th harmonic, but as seen in the waveforms shown in Fig. 2 , in some cases significantly higher order harmonics will be important. in lamps SOD1 and SOD6 can be seen, while that of lamp SOD3 is different. Qualitative analysis of the presented current waveforms shows that sodium and metal halide lamps (i.e. discharge light sources) are somehow similar. This allows one to assume that if there are different lamps in a phase line, but with light sources of the same type (sodium or metal halide), the current flowing from the power connector will also have a shape similar to 
Test results in the system model
Tests were conducted for several variants of sets of luminaires with lighting sources mounted in the points of the lighting system's physical model ( Fig. 1 ) corresponding to actual lighting poles. As the first option, a system was simulated wherein three luminaires were connected to pole 1 (100 m away from the power connector) in the following manner: LED8 to phase L1, SOD1 to L2, and MH1 to L3. Measurements were taken at the luminaires' steady state operation in place of their installation (pole 1).
Results in the present case were similar to those obtained in testing each luminaire individually.
As the second option, in addition to the existing luminaires on pole 1, three luminaires were added on pole 4 (190 m away from the power connector) as follows: luminaire LED2 to phase L1, SOD3 to L2, and MH2 to L3. In this way, in each phase of the power connector combined currents are flowing to/from two luminaires. Results of the measurements taken on pole 4 terminals coincided with those obtained in previous individual tests of each luminaire. The results of the measurements taken on pole 1 are shown in Fig. 5 . Current waveforms in phases L2 and L3 confirm the assumptions formulated in the previous section. Fig. 5 .b clearly shows how the shape is "dominated" by the shape of the current in the lamp with a stronger source (SOD3 250).
As the third option of the luminaires set, in addition to the existing luminaires (on poles 1 and 4), three luminaires were added on pole 8 (300 m away from the power connector) as follows: luminaire LED3 to phase L1, SOD6 to L2, and MH3 to L3. Results of the measurements taken on pole 8 coincided with those obtained in previous individual tests of each luminaire. The results of the measurements taken on pole 1 are shown in Fig. 6 . In this way, 
Quantitative analysis of harmonic currents
Quantitative analysis of harmonic currents flowing in the street lighting wiring (physical model) was based on the amplitude spectrum of higher harmonics (up to 25 harmonic inclusive) and total harmonic distortion factor. The amplitude spectrum was obtained using the classical representation of periodic functions by Fourier series. The input was the instantaneous (discrete) values of the waveform measured by a digital oscilloscope (sampling frequency 100 kHz). The total harmonic distortion factor was calculated from the following formula, 
where: I mh -amplitude of h harmonic current, I m1 -amplitude of the fundamental harmonic current. Fig. 8-10 show the quantitative analysis results for luminaire types: LED (Fig. 8) , MH ( Fig. 9) and SOD ( Fig. 10) , tested individually. Analysis of the total harmonic distortion factors for the individual LED lamps shows that the absolute difference between the highest and lowest values for these selected lamps is 6.9%. However, to evaluate the shape, the amplitude spectra should be analysed, which differ for these selected luminaires. Smaller differences are obtained for the lamps of SOD and MH types. with the same type of LED light sources, reduces the content of the predominant harmonic orders (3, 5 and 7) in the resulting current waveform (in the power connector), thereby reducing the total harmonic distortion factor.
Summary
These experimental results are a contribution to the continuing study of the real impact of harmonic currents on power system components (mainly power losses), and the ways to mitigate their adverse effects.
There are specific electrical systems where the adverse impact on a low voltage power distribution grid can be reduced in a natural way (without additional systems and funding). These aspects should be analysed, especially where smart control systems are in place. 
Słowa kluczowe
wyższe harmoniczne, oświetlenie uliczne
Streszczenie
Wymagania dotyczące poprawy efektywności energetycznej skłaniają eksploatatorów oświetlenia ulicznego do zmniejszenia ilości energii zużywanej przez same lampy, ale również do minimalizacji strat energii w instalacji. W tym celu dużym zainteresowaniem cieszą się inteligentne systemy sterowania oświetleniem. Jednym z ważnych aspektów dotyczących zagadnień energetycznych oraz jakościowych energii elektrycznej jest zawartość wyższych harmonicznych prądów w instalacji oświetlenia ulicznego, co było przedmiotem badań eksperymentalnych, których wyniki zaprezentowano w tym artykule.
Wstęp
Jednym z ważnych aspektów poprawy efektywności energetycznej, ekonomicznej i ekologicznej jest zastosowanie inteligentnych algorytmów sterowania, regulacji i kompensacji zakłóceń w oświetleniu ulicznym [1] . Najważniejsze wymagania stawiane oświe-tleniu ulicznemu (wg normy PN-EN 13201-2, dobór klas oświetlenia ME, CE, S, A, ES, EV do sytuacji oświetleniowych) dotyczą: zapewnienia użytkownikom wysokiej jakości oświetlenia jezdni, chodnika, pobocza (obszaru użytkowego); dobrego rozpoznawania (zdolność rozróżniania kształtów i barw), postrzegania; ograniczenia wpływu otoczenia/środowiska, niepowodowania przykrych odczuć (olśnienia); bezpieczeństwa w strefach konfliktowych [2] .
Problem ten można rozpatrywać w kategoriach zagadnienia optymalizacyjnego, w którym funkcją celu jest minimalizacja poziomu zużycia energii elektrycznej przez instalacje oświetlenia ulicznego. Warunki ograniczające determinowane są głównie przez wymagania norm oświetlenia [3] . Poszukuje się praktycznych możliwości ograniczenia ilości zużywanej energii elektrycznej oraz minimalizacji kosztów eksploatacji instalacji oświetlenia ulic, m.in. z zastosowaniem inteligentnego systemu sterowania oświetleniem ulicznym (ISSOU). Problematyka minimalizacji poboru mocy przez oświetlenie nie może pomijać zagadnień strat mocy w instalacji elektrycznej oświetlenia, w tym spowodowanych wystę-powaniem wyższych harmonicznych w przebiegach prądów. Zagadnienie istnienia harmonicznych prądów ma zasadnicze znaczenie w ocenie współpracy instalacji oświetlenia ulicznego z elektroenergetyczną siecią zasilającą niskiego napięcia [4] [5] [6] . Jak wynika z publikacji [7] , zagadnienia dotyczące wpływu wyższych harmonicznych
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Rys. 3. Wyniki badań dla pojedynczych opraw W pierwszej kolejności zarejestrowano przebiegi czasowe prądów i napięć dla poszczególnych opraw oświetleniowych.
Na rys. 2 przedstawiono przebiegi napięć i prądów dla wybranych opraw ze źródłami światła typu LED. Poza rejestracją oscylogramów napięcia i prądu, podczas badań mierzono wartości skuteczne napięć i prądów oraz wartość mocy czynnej. Na oscylogramach widać, że ten sam typ źródła światła (LED) nie gwarantuje podobnego jakościowo przebiegu prądu w czasie. Zasadniczą rolę odgrywają tutaj przekształt-niki energoelektroniczne, które są elementami pośredniczącymi pomiędzy źródłem światła i zaciskami instalacji elektrycznej. W badaniach ograniczono się do analizy przebiegów czasowych w poszczególnych fazach, nie rozpatruje się przebiegów czasowych prądów w przewodzie neutralnym. Jest to uproszczenie, które nie jest dopuszczalne w przypadku szczegółowej analizy zagadnień strat mocy w instalacji. Analizę przebiegów prądów ograniczono do 25 harmonicznej, chociaż jak widać na przebiegach pokazanych na rys. 2, w niektórych przypadkach znaczenie będą miały harmoniczne znacznie wyższych rzędów. Na rys. 3 przedstawiono przebiegi napięć i prądów dla opraw z metalohalogenkowymi źródłami światła. Podobnie jak poprzednio widoczne są jakościowe różnice w przebiegach prądów, szczególnie widoczne dla źródeł o tej samej mocy znamionowej (MH2 i MH3). 
Wyniki badań w modelu instalacji
Następnie przeprowadzono badania eksperymentalne dla kilku wariantów zestawów opraw ze źródłami świtała montowanych w punktach modelu fizycznego instalacji oświetleniowej (rys. 1), odpowiadających rzeczywistym słupom oświetleniowym. Na rys. 8-10 przedstawiono wyniki analizy ilościowej dla opraw typu: LED (rys. 8), MH (rys. 9) i SOD (rys. 10), badanych pojedynczo. Analizując wartości całkowitego współczynnika odkształcenia harmonicznymi dla poszczególnych lamp LED, można zaobserwować, że bezwzględna różnica pomiędzy wartością najwyższą i najniższą dla tych wybranych lamp wynosi 6,9%. Jednak do oceny kształtu należy analizować widma amplitudowe, które różnią się dla tych wybranych opraw. Mniejsze różnice uzyskuje się dla lamp typu SOD i MH. Na rys. 11 przedstawiono wyniki analizy ilościowej w postaci widm amplitudowych prądów płynących ze złącza zasilającego w dwóch fazach L1 i L2 dla różnych wariantów konfiguracji badanej instalacji. Podano również wartości całkowitego współczynnika odkształcenia harmonicznymi. Przedstawione wyniki potwierdzają, że połączenie różnego typu lamp, ale z tym samym typem źródła światła LED, powoduje zmniejszenie zawartości harmonicznych dominujących rzędów (3, 5 i 7) w wypadkowym przebiegu prądu (w złączu zasilającym), a tym samym zmniejszenie wartości całkowitego współczynnika odkształ-cenia harmonicznymi.
Podsumowanie
Przedstawione wyniki badań eksperymentalnych są przyczynkiem do kontynuowania prac w zakresie rzeczywistego oddziaływania wyższych harmonicznych prądów na elementy systemu elektroenergetycznego (głównie straty mocy) i sposobów na zmniejszanie niekorzystnych skutków istnienia harmonicznych prądów. Istnieją specyficzne instalacje elektryczne, w których w sposób naturalny (bez dodatkowych układów i nakładów finansowych) można uzyskać zmniejszenie ich negatywnego oddziaływania na elektroenergetyczną sieć dystrybucyjną niskiego napięcia.
Należy te aspekty analizować, szczególnie w przypadkach stosowania inteligentnych systemów sterowania.
Wyniki badań przedstawione w tym artykule są efektem realizacji projektu pt.: "Projekt Inteligentnego Systemu Sterowania
Oświetleniem Ulicznym", który jest dofinansowany z programu GEKON.
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